1. All piping and fittings shall be 3/4" Sch. 80 PVC socket weld with Viton seals unless otherwise required by components.

2. Controller and sensors are to be ordered separately per sales order.

3. All dimensions are in inches and are shown for reference only.

Notes:

- The drawing is the property of Prominent Fluid Controls Inc. and shall not be copied or transferred without the written consent of Prominent Fluid Controls Inc.

- This drawing is shown with sensors mounted.

- Maximum testing pressure = 150 PSI
- Maximum operating pressure = 150 PSI
- Chemical service = N/A

- Designed: GJS
- Checked: JMS
- Drawn: N/A
- Approved: N/A

- Single Tower Cooling Full Panel RH
- In/Out Same Side General Arrangement

- Prominent Fluid Controls Inc.
- Pittsburgh, PA, USA
- Tel. 412 787 2484

- Prominent Fluid Controls Ltd.
- Guelph, ON, Canada
- Tel. 519 836 5692

- Prominent Fluid Controls Inc.
- Pittsburgh, PA, USA
- Tel. 412 787 0704

- Prominent Fluid Controls Ltd.
- Guelph, ON, Canada
- Tel. 519 836 5226